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WATER FOR INJECTION 

BIO EXCIPIENT GRADE 

PROCESS FLOW DIAGRAM 

Qualified Zone L USP /EP Water for 
Injection System 

Pre-Packaging Conductivity and 
TOC Verification 

Water Loop Drop and Hose 
Sanitization 

Filtration to Packaging 

Post-packaging Conductivity and 
TOC Verification 

Filter Integrity Test 
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